PLUMBING & DRAINAGE LEGEND
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ORG = OVERFLOW RELIEF GULLY

CLEANING EYE

SUMP

SYMBOL DESCRIPTION SYMBOL DESCRIPTION
e a— ISOLATING VALVE [NGRMALLY OPEN)
f FLOW
— > — ISOLATING VALVE (NORMALLY CLOSED)
r RETURN
—_—— NON-RETURN VALVE
B BATH [FULL ARRQW IS DIRECTION OF FLOW)
R
BU BOILING UNIT — REGULATING VALVE
R
& CLEANING EYE —_—— ISOLATING REGULATING VALVE
R
as CLEANERS SINK —_—— CONSTANT FLOW REGULATING VALVE
FV
OF DRINKING FOUNTAIN 4 FLUSH VALVE
R STORMWATER 5 3-WAY VALVE
os soi RPZ RPZ TYPE BACK FLOW PREVENTOR
ov VENT
— MONITORED ISOLATING VALVE
ow WASTE
—D%— PRESSURE REGULATING VALVE
DWIG) WASTE (GREASE) li
w EVE WASH PRESSURE RELIEF VALVE
FATB FROM ABOVE TO BELOW —(%— MOTORISED/SOLENOID VALVE
B FROM BELOW _&L FIRE VALVE (FUEL)
FBTA FROM BELOW TO ABOVE —fsﬂv— LOCKSHIELD VALVE
FWG FLOOR WASTE GULLY — FLEXIBLE PIPE
6L GAS SERVICE FROM MAIN — STRAINER
s GAS SUPPLY DOWNSTREAM OF METER PGS
— PRESSURE REDUCING VALVE
a1 GULLY TRAP
HL HIGH LEVEL _e_-l‘_ DRAIN POINT WITH HOSE UNION
DHU
HW HOT WATER
——><H{TP/PP | TEST POINT / PURGE POINT
B INSPECTION BEND
1 INSPECTION CHAMBER
PRESSURE SWITCH
1 INSPECTION JUNCTION
L LOW LEVEL FLOW SWITCH
MH MANHOLE
FLOW METER
O0RG OVERFLOW RELIEF GULLY
PRV PRESSURE REDUCING VALVE %
af QUENCH TANK PRESSURE GAUGE AND VALVE
RO ROOF OUTLET ( 2
S SINK TEMPERATURE GAUGE
i
SGT SEALED GULLY TRAP I TEST POINT
SHR SHOWER
B
SSMH SANITARY SEWER MANHOLE _I_ BINDER POINT (GAUGE TEST POINT)
SWMH STORMWATER MANHOLE £B
A 70 ABOVE E‘:'E EXPANSION JOINT (BELLOWS TYPE)
P TRAP PRIMED —@— CRCULATING PUMP
TV TERMINAL VENT
—@— WATER METER
W TEMPERED WATER ;
UR URINAL —@— TEMPERING VALVE
We WATER CLOSET PAN M
WH MAINS COLD WATER SUPPLY @ MIXING VALVE
WH (FV) POTABLE WATER SUPPLY TO FLUSH VALVES AAV
AUTOMATIC AIR VENT
WHB WASH HAND BASIN
AB
WM WASHING MACHINE AIR BOTTLE
WT WASH TROUGH Y TUNDISH
HWC -T-HT
HOSE TAP
O HOT WATER CYLINDER
T CAPPED PIPE
FWG FWG
R fr FLOOR WASTE GULLY '—l—'
FW = FLOOR WASTE (NOT TRAPPED) DOWN PIPE
6T
A xr & GULLY TRAP + CHANGE INFALL
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EXISTING

REDUNDANT

DIRECTION OF FLOW OR FALL

PIPE AT LOW LEVEL

EXPOSED PIPE AT HIGH LEVEL
CONCEALED PIPE IN CEILING SPACE
PIPE UNDER FLOOR

CONCENTRIC REDUCER

CHANGES IN PIPE LEVEL

(PIPE TURNS DOWN, PIPE TEES DOWN &
PIPE TURNS UP)

BRANCH PIPE TAKEN OFF OF MAIN

STRUCTURAL PENETRATION

SUMP & PUMP
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25 WH

TYPICAL FIXTURE CONNECTION SIZES (DN)
UNLESS NOTED OTHERWISE

15 WH
15 TW
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20 HW
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TYPICAL SOIL & WASTE PIPE FALLS

L0 FALLS @ 1:40

UNLESS NOTED OTHERWISE

80 FALLS @ 1:60

FWG

®50 FALLS @ 1:40

$100 FALLS @ 1:60

965 FALLS @ 1:40

#150 FALLS @ 1:100

65 DW

©225 FALLS @ 1150
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