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NON-ESSENTIAL SINGLE SWITCHED SOCKET OUTLET

NON-ESSENTIAL DOUBLE SWITCHED SOCKET OUTLET

POWER

ESC POWER SUPPLY FOR ESCALATOR

TRV POWER SUPPLY FOR TRAVELATOR

LIFT POWER SUPPLY FOR LIFT

ESSENTIAL DOUBLE SWITCHED SOCKET OUTLET

ESSENTIAL SINGLE SWITCHED SOCKET OUTLET

SUSPENDED NON-ESSENTIAL SINGLE SWITCHED SOCKET OUTLET

SUSPENDED NON-ESSENTIAL DOUBLE SWITCHED SOCKET OUTLET

SUSPENDED ESSENTIAL DOUBLE SWITCHED SOCKET OUTLET

SUSPENDED ESSENTIAL SINGLE SWITCHED SOCKET OUTLET

ESSENTIAL SINGLE SWITCHED 3 PHASE SOCKET OUTLET

NON-ESSENTIAL SINGLE  SWITCHED 3 PHASE SOCKET OUTLET

AC POWER SUPPLY FOR AIR CONDITIONING

AB POWER SUPPLY FOR AIR BRIDGE

WHB POWER SUPPLY FOR WASH HAND BASIN AUTO TAP

WC POWER SUPPLY FOR FLUSHING VALVE

TEF POWER SUPPLY FOR  TOILET EXTRACT FAN

CC POWER SUPPLY FOR  CLEANERS CLOCK

HWC POWER SUPPLY FOR  HOT WATER CYLINDER

POWER SUPPLY FOR  SIGNAGESIGN

STAINLESS STEEL METAL PLATE SWITCHED SOCKET OUTLET
S

STAINLESS STEEL METAL PLATE ESSENTIAL DOUBLE SWITCHED
SOCKET OUTLET
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POWER SUPPLY FOR NIGSNIGS

THREE PHASE CONNECTION

SURFACE MOUNTED LUMINAIRE

WALL MOUNTED LUMINAIRE (1x36W FL)

LIGHTING

DOWNLIGHT

POLE MOUNTED LUMINAIRE  300Ø

POLE MOUNTED LUMINAIRE  (SQUARE)

RECESSED LUMINAIRE (1200x300 FL)

RECESSED LUMINAIRE (600x600 FL)

SINGLE POLE LIGHT SWITCH

SUSPENDED LUMINAIRE

STRIPLIGHT

PIR SENSOR

EMERGENCY LUMINIARES

SURFACE MOUNTED LUMINAIRE

WALL MOUNTED BATTEN

RECESSED EMERGENCY LUMINAIRE

WALL MOUNTED EMERGENCY LUMINAIRE

EXIT

EXIT

EXIT

EXIT

EXIT

EXIT

EXIT SURFACE MOUNTED EXIT SIGN

SURFACE MOUNTED DOUBLE SIDED
DIRECTIONAL EXIT SIGN (LEFT)

SURFACE MOUNTED DOUBLE SIDED
DIRECTIONAL EXIT SIGN (RIGHT)

SURFACE MOUNTED SINGLE SIDED
DIRECTIONAL EXIT SIGN (LEFT)

SURFACE MOUNTED SINGLE SIDED
DIRECTIONAL EXIT SIGN (RIGHT)

SURFACE MOUNTED SINGLE SIDED
DIRECTIONAL EXIT SIGN (LEFT/RIGHT)

EXIT SIGNS

SURFACE MOUNTED DOUBLE SIDED
DIRECTIONAL EXIT SIGN (LEFT/RIGHT)
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FOR CONSTRUCTION

ELECTRICAL SERVICES
LEGEND SHEET

CD RW SA

ABBREVIATONS

ETG EXISTING TO BE PROTECTED, CLEANED AND RETAINED

GENERAL NOTES

1. PLANT AREA LIGHTING IS INDICATIVE ONLY. EXACT
POSITIONING OF LUMINAIRES TO BE AGREED ON SITE
TO  SUIT INSTALLED PLANT.

2. SEE ELECTRICAL SPECIFICATION FOR LUMINAIRE
SCHEDULE

3. LOCATION OF PERMANENT POWER CONNECTIONS
DENOTED IN THE DRAWINGS ARE INDICATIVE ONLY.
THE CONTRACTOR SHALL COORDINATE THE EXACT
LOCATIONS ON SITE.

4. ALL CABLE TRAYS AND EQUIPMENT SHOWN UNDER
GATE 19 ARE PART OF FUTURE WORKS AND FOR
INFORMATION ONLY.

CV CEILING VOID

T/A TO ABOVE

T/B TO BELOW

CCTV CCTV POWER SUPPLY

EMG EMERGENCY

FIDS FLIGHT INFORMATION
DISPLAY SYSTEM SUPPLY
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