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AUCKLAND
AIRPORT - PIER B

91345-ACM-DRG-HY-3122

91345

FOR CONSTRUCTION

HYDRAULICS SERIVCES
GATE 17 MECHANICAL PLANT
SANITARY LAYOUT

JP NP RW

NOTE:

QUARTS ACO DRAIN CAST IN SLAB.  85mm WIDE BY
24mm DEEP COMPLETE WITH STAINLESS STEEL
COVER.  LOCATION AS SHOWN.  LIAISE WITH
STRUCTURAL TRADE FOR INSTALLATION.

1.

0 FOR CONSTRUCTION23/12/2016

1 FOR CONSTRUCTION20/01/2017

OPEN CHANNEL DRAIN WITH GRATE COVER AT
THIS AREA FOR MECHANICAL CONDENSATE PIPE
OUTLET.

2.
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